
Low current value

Change two of three 
phasesCounter-rotating

Abnormality inside pump

Operating 60Hz pump at 50Hz Replace pump or impeller

Abnormality in pipeline

Operating at water shortage 

Insufficient performance

Abrasion on impeller

Insufficient clearance of impeller

Clogging in strainer

Cavitation

Air lock inside casing

Dust and sand clogging

Air lock

Connection failure, Leakage

Check pump performance 
Check work site condition

Insufficient head or capacity


